Note:

ASME stamped vessels 36" Dia.
and smaller require (2) Inspection
Openings. 42” Dia. and larger
require a 12”x16” Manhole.
Vessels with an internal lining
also require a manhole.

*DRAWING SHOWS GENERAL
ARRANGEMENT ONLY. ALL

FITTNG SIZES AND LOCATIONS
ARE SUBJECT TO CHANGE TO
MEET CUSTOMER SPECIFICATIONS.
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